
01EPLE2-LOAD

General Electric

THQB-S

Size = 20 Amps

Thermal Trip = Fixed

Magnetic Trip = Fixed

01EPLE2-MAIN

General Electric

TEY

Size = 100 Amps

Thermal Trip = Fixed

Magnetic Trip = Fixed

01EPLE201ETHE2

FLA - AA 115

01ETHE2

Inrush

01ETHE2

Withstand

30 kVA (Secondary)  4.9 %Z

Delta-Wye Solid Grd
01ESHE2-01ETHE2

ABB

XT1 125 - TMF

Size = 50 Amps

Thermal Trip = Fixed

Magnetic Trip = Fixed

01NSH1E-A-MAIN

General Electric  EGTU GG-Std

Sensor = 4000 (LSIG) Plug = 4000 Amps

LT Pickup = 1 (4000 Amps)

CB Delay Curve = C-9  LT Curve Shape = CB

ST Pickup = 7 (28000 Amps)

ST Delay Band = 8  ST Slope = Max. K=18

Max PU<0.95*Icw = 9 (36000 Amps)

01NSH1E-A-01EAHE2

ABB  Ekip Touch LSIG (XT7)_UL

Sensor = 1200A

I1 = 1 (1200 Amps)

t1 = 30  t1 = k/I^2

I2 = 5 (6000 Amps)

t2 = 0.1  t2 = I^2T ON

I3 = 6.5 (7800 Amps)

CB Override = 20 kA
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ETAP Star 22.0.2C
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